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a b s t r a c t
The use of biomass for decentralized energy production has undergone a signiﬁcant development the last
years. The fact that this fuel is CO2-free provides many advantages in European and world aims for sus-
tainable energy sources. Biomass trigeneration is a relatively new concept, which has the potential to
improve the bioenergy economics for areas with warm climate, for which traditional biomass cogenera-
tion was unfeasible. This concept can be applied with various energy conversion technologies, two of
which are investigated in this paper: ORC and gasiﬁcation. Both technologies are applied for a speciﬁc
case study. The technological and ﬁnancial comparison of the two technologies shows that gasiﬁcation
offers improved yield for the investment, mainly due to the higher electrical efﬁciency factor. However,
attention should be placed to the increased investment risk of gasiﬁcation projects, which could be an
aversive factor for some investors.
 2008 Elsevier Ltd. All rights reserved.
1. Introduction
Biomass is one of the oldest fuels which have been used by
mankind for cooking and boiling water. Nowadays biomass seems
to be a very promising renewable fuel, and various studies fore-
cast an increase in its contribution to the future energy supply,
both at a regional and at a global level [1]. This is mainly due
to the fact that it is a CO2-free or CO2-neutral fuel. That statement
is linked with the fact that during the combustion of biomass, the
amount of CO2 which is released is equal to the amount of CO2
that has been assimilated from the plant during its growth. Con-
trary to natural rotting of biomass and bio-waste in the forest or
in disposal areas, no greenhouse gases like CH4 are released dur-
ing the combustion [2]. On the other hand, the collection and
gathering of biomass is performed by the use of collection
machines which are producing additional CO2 that should be ta-
ken under consideration in the total CO2 balance, together with
the case of using fertilizers for the growing of the plants, since
their production is followed by the release of CO2. Apart from
the zero CO2 equilibrium, biomass has a comparatively low envi-
ronmental impact; the content in N and S in the fuel composition
is very low and so are the emissions of NOx (fuel NOx) and of
SO2 [3].
Another fact that should be taken into consideration when
using biomass as fuel is its low energy density. Fig. 1 presents sche-
matically in a qualitative way, how much biomass (in various
forms) is needed in order to have the same power production as
with coal. That is why the power production with biomass fuel
makes sense only when it is used in decentralized or small to med-
ium scale applications, in which the logistics cost is kept at a rea-
sonable level, due to the short transportation distances required
[4]. Furthermore, the seasonality that characterizes the availability
of most biomass types (especially agricultural residues) creates
many problems in the biomass logistics, such as increased ware-
housing requirements and seasonal use of resources. For this
reason, some attempts have been made to deal with this
problem by considering the simultaneous use of multiple biomass
sources [5].
Biomass has been used at a wide extend for district heating in
Northern Europe, and is often used at combined heat and power
(CHP) plants [6]. The simultaneous heat and power generation re-
duces the primary energy consumption, compared to independent
generation of the heat and power [7], therefore making it environ-
mentally friendlier and ﬁnancially more attractive. District heating
combined with CHP has been used for many years now, but lately
the shift towards biomass-powered CHP is apparent. Biomass CHP
with district heating has not been considered a viable option for
areas with warm climate up to now, as in these areas traditional
cogeneration applications tend to prove ﬁnancially unviable, due
to the short operational time within the year [8]. It is interesting
to note that the British Energy Efﬁciency Ofﬁce has recommended
that a CHP system should run for a minimum of 4500 h per annum
to be ﬁnancially viable [9].
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Lately, the new concept of trigeneration has been introduced.
Trigeneration is the simultaneous generation of electricity, heat
and cooling, and is considered to be an extension of the cogenera-
tion (CHP), with the addition of absorption chillers that transform
heat to cooling. It is also known as combined cooling, heating and
power generation (CCHP). Absorption chillers have the ability of
easily integrating with cogeneration systems and have lately
gained widespread acceptance [10], together with the signiﬁcant
reduction of their price.
The economics of trigeneration appear to be very favourable,
compared to conventional independent cooling, heating and power
generation, provided that the cooling and heating load proﬁles
form a relatively long operational timeframe for the trigeneration
facility and lead to high annual utilization factor. For example, tri-
generation using Stirling engine with Natural Gas has been exam-
ined in [11], concluding that such a small-scale system may result
in a 33% reduction of primary energy input with very favourable
economics for the investment, which was applied at the Shanghai
and Beijing regions. These results provide the incentive for investi-
gating the economics of trigeneration using biomass as the primary
fuel source for the European context.
Trigeneration can be realized using various biomass cogenera-
tion technologies, provided that simultaneous electricity and heat
generation can be achieved. Gasiﬁcation is a very promising bio-
mass conversion technology, as it is considered that it may prove
to be more cost effective compared to other technologies. Some
economic studies even show that biomass gasiﬁcation plants can
be as economical as conventional coal ﬁred plants [12], while other
researchers mention that gasiﬁcation is the only technology among
the most cost-efﬁcient ones that is likely to be commercially viable
for combining with a spark-ignition gas engine, which is a typical
power generation scheme [13]. The other biomass to energy con-
version technology which is examined in this work is the biomass
combustion generated organic Rankine cycle (ORC) process. This
technology is widely used nowadays, but special attention must
be drawn to the selection of the appropriate organic ﬂuid [14]
and the adjustment of the optimal operation parameters of the cy-
cle, since these two factors play a signiﬁcant role for the economic
feasibility of the system [15]. The economics of biomass-ﬁred ORC
have not been thoroughly investigated in the relevant literature.
However, some applications have been examined, as in [8], where
a biomass-based ORC system with district heating and power gen-
eration has been found to be ﬁnancially attractive, under the con-
dition that a centralized cogeneration ORC plant is considered,
rather than a number of distributed, small cogeneration units.
The two technologies selected in this work include biomass gas-
iﬁcation, which is a very promising, high-efﬁciency and relatively
capital intensive technology (which is still at a pilot/demonstration
stage – not yet fully commercial), and ORC, which is a technology
with lower efﬁciency, lower investment and operational cost,
highly standardized, reliable and utilized technology. Both technol-
ogies may be applied for medium-scale biomass trigeneration
applications, and no direct comparison has been performed up to
now in the relevant literature. Though fundamentally different in
principle and characteristics, each one of these technologies has
its own merits. Therefore it is of high interest to investigate the im-
pact of adopting these technologies in the efﬁciency and the eco-
nomics of a trigeneration district energy system.
2. Model description
The model, utilized to compare the ﬁnancial yield of various
technological methods for biomass conversion, is a tool that has
the ability to simulate a biomass-to-energy supply chain, taking
into consideration not only the upstream biomass supply chain
up to the energy conversion facility, as most of the researchers
do, but also the downstream supply chain of the energy products
generated, such as electricity, heat and cooling [16].
The energy conversion facility in the model may be a CHP (com-
bined heat and power) or a trigeneration plant, and provision is
made to incorporate the investment and operational costs of a dis-
trict heating or/and district cooling network. The energy conver-
sion unit consists of two distinct technological devices: a base-
load biomass co-generation unit and a peak-load biomass heat boi-
ler, to cover the peak heat loads, as is the common practice in sim-
ilar cases. In this work the various technological options examined
apply solely to the base-load device, whereas the peak-load bio-
mass boiler characteristics remain the same in all scenarios. In
all cases, a centralized power plant is considered, as it has been
suggested by [8] that distributed cogeneration appears to be less
efﬁcient. The heating and cooling generated is transferred via a dis-
trict energy network to the ﬁnal consumers. It is assumed that the
heating and cooling periods will not overlap, and therefore only
one district energy network will be constructed. This assumption
signiﬁcantly reduces the district energy distribution network cost,
as in case of simultaneous heating and cooling supply there should
be two distinct distribution networks constructed. The district en-
ergy system consists of two main parts: ﬁrstly, the long-distance
heat transfer pipeline, which connects the CHP plant with the ter-
minal station and transfers only heat. The terminal station is lo-
cated close to the district heating/cooling consumption and
contains heat exchangers and the absorption chillers. The second
part is the district energy distribution network, which connects
the terminal station with the ﬁnal consumers, supplying them
either with heat or cooling, depending on the period of the year.
The simulation model has been coupled with an optimization
module, which optimizes the major design and operational charac-
teristics of the whole system, by determining the optimal values of
a set of variables. The optimization variables in this work are the
rated capacity of the base-load biomass co-generation unit, the
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Fig. 1. Comparison of biomass with coal.
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rated capacity of the peak-load biomass boiler, the yearly biomass
quantity to be procured, the geographical positioning of the plant
and the biomass inventory at the end of each period (year).
A holistic optimization approach has been adopted, in the sense
that all the stages of the biomass-to-energy supply chain have been
incorporated, extending from biomass collection and transporta-
tion, to energy delivery to the ﬁnal customers (Fig. 2). More specif-
ically, the customers of the system are the electricity grid for
electricity and the district heating and cooling consumers for heat
and cooling. Optimization is performed on the basis of the invest-
ment analysis criteria selected. The rationale behind the holistic
optimization methodology adopted is that focusing optimization
on only one of the biomass-to-energy supply chain’s discrete
phases does not necessarily lead to an overall optimum solution
for the complete system.
An overview of the model structure is presented below:
maxNPV ¼ PVðRevenuesÞ  PVðExpensesÞ
 Investment Costs ð1Þ
where (1) is the objective value of the optimization problem. NPV is
the net present value of the investment and PV stands for present
values of cashﬂows.
The symbol R stands for annual revenues, C for annual costs and
I for investment costs. The present value of Revenues, Expenses
and Investment Costs are presented in Eqs. (2)–(4), respectively.
PVðRevenuesÞ ¼ ðRElectricity þ RElectricity Capacity þ RHeating þ RCooling
þ RGreenhouse Gas TradingÞð1 ½1þ ði qÞ
=ð1þ qÞNÞ=ði qÞ
where i is the interest rate, q the inﬂation rate and N the investment
lifetime.
PVðExpensesÞ ¼ ðCBiomass Purchasing þ CBiomass Transport
þ CWarehousing þ CCHP O&M þ CBoiler O&M
þ CElectricity Transmission þ CDistrict Heating O&M
þ CCooling Equipment O&MÞð1 ½1þ ði qÞ
=ð1þ qÞNÞ=ði qÞ ð3Þ
where O&M stands for Operation and Maintenance.
Investment Costs ¼ IWarehouse þ ICHP plant þ IBoiler
þ IElectricity Transmission þ IDistrict Heating
þ ICooling ð4Þ
Applying the model for the same case study application but for dif-
ferent energy conversion technological processes offers the possi-
bility of comparing the project’s ﬁnancial yield for each process.
This comparison may lead to interesting conclusions, especially
since real biomass availability raw data is used.
3. Available biomass conversion technologies
There are four main categories of conversion technologies for
energy exploitation of biomass: direct combustion processes, ther-
mochemical processes, biochemical processes and agrochemical
processes [17]. In this article, technologies belonging to the ﬁrst
two categories will be investigated.
3.1. Biomass combustion
The most common way to convert biomass into heat and power
is its combustion. Spliethoff [18] describes analytically all the com-
bustion methods that can be used in order to burn efﬁciently sev-
eral types of biomass. The heat from biomass combustion can be
further transferred into a water–steam cycle, or an organic Rankine
cycle (ORC), producing power and heat. A ﬁrst approach of such a
system was done in the literature by Obernberger [19]. The main
advantage of the use of ORC in biomass combustion processes is
that this technology is appropriate for decentralized applications
and it is the only proven method for power generation up to
1 MWel. The electrical efﬁciency of the ORC process lies between
6% and 17%. This efﬁciency is linked with the maximum heat
recovery and the thermal efﬁciency of the boiler. Examples of
ORC plants can be found in central Europe (Stadtwärme Lienz Aus-
tria 1000 kWel, Sauerlach Bavaria 700 kWel, Toblach South Tyrol
1100 kWel, Fußach Austria 1500 kWel [20,21]).
Fig. 3 presents the combined heat and power production when
biomass combustion is combined with the ORC process. More spe-
ciﬁcally, the heat produced in the combustion chamber is trans-
ferred to a thermal oil which is ﬁrst preheated from the exhaust
gas [14]. The thermal oil generates the organic steam which is ex-
panded in the expander. The heat of the condenser of the process is
used for the district heating (DH) network in which, the heat pro-
duced can be either used for heating purposes, or, with the use of
absorption chillers, for cooling applications.
3.2. Biomass gasiﬁcation
Biomass gasiﬁcation is the latest generation of biomass energy
conversion processes [3,22] and is being used to improve the efﬁ-
ciency and to reduce the investment costs of biomass electricity
generation, according to [17]. On the other hand the synthesis of
second generation fuels from the syngas of biomass gasiﬁcation
gives a motivation to the improvement of the gasiﬁcation process
and the research in this area [23].
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One of the most successful biomass gasiﬁcation concepts is in-
stalled in the Austrian village Güssing, which is a circulating ﬂuid-
ised bed gasiﬁer, producing about 2.0 MW electric power and
4.5 MW thermal power, from a fuel input of 8 MW. The gas is used,
after having been cleaned, in a gas engine and in a district heating
boiler for CHP production [24]. A typical combination of the gasiﬁ-
cation process with an internal combustion (IC) engine is pre-
sented in Fig. 4.
As it can be seen in Fig. 4 biomass is gasiﬁed in the gasiﬁer,
either with air, in which case autothermal gasiﬁcation takes place,
or with water steam, in which case allothermal gasiﬁcation takes
place. In the second case, the heat required for the gasiﬁcation pro-
cess is transferred to the gasiﬁer either by transporting bed mate-
rial from a combustion chamber into the gasiﬁer (e.g. Güssing
gasiﬁer [25] and Blaue Turm gasiﬁer [26]) or by using liquid metal
heatpipes which transfer the heat from a combustion chamber to
the gasiﬁer (e.g. Biomass Heatpipe Reformer [27]). In this paper
the case of autothermal gasiﬁers (gasiﬁcation with air) is dis-
cussed. In the above described concept (Fig. 4), electrical power
is produced in the generator which is coupled with the IC engine.
The gas before entering the gas engine, is treated in the gas treat-
ment system (Cyclone, ﬁlter, cooling of the gas) as done in the state
of the art gasiﬁcation plants [28]. District Heat is produced from
the exhaust heat of the engine. This heat is coming from the cool-
ing water of the engine and the turbocharger, but also from the
heat content of the exhaust gas of the engine. Other possible uses
of the produced gas from biomass gasiﬁcation are its combustion
in a gas turbine of a biomass integrated gasiﬁcation combined cy-
cle, as presented by Rodrigues et al. [29], or the use of the gas in
microturbines [30] or fuel cell systems [30,31] for CHP production.
4. Investment analysis
The investment analysis criterion used as the objective function
of the optimization problem is the net present value (NPV) of the
investment, due to its inherent advantages, its common use as a
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project appraisal method in business practice [32] and its wide-
spread use in relevant cases in the literature [33]. Apart from the
NPV, other investment analysis criteria, such as the internal rate
of return (IRR) and pay back period (PBP) have also been calculated
for the optimum system parameters determined by the optimiza-
tion method. It is always useful not to rely solely on a single invest-
ment analysis criterion, as the information that can be drawn from
each one of them may support the decision of different types of
investors.
5. Case study
The model has been implemented for a case study that concerns
the investment analysis of a trigeneration power plant, given the
demand of a speciﬁc customer for heat and cooling. The customer
is considered to be a local community using heat mainly for space
heating and domestic hot water applications, whereas cooling is
primarily used for space cooling. The district energy customer is
a local community in Greece of about 300 houses, for which the
heat and cooling demand proﬁles are available. The heating and
cooling demand is highly dependent on the climatic conditions
(ambient temperature), therefore it is characterized by high vari-
ability. The biomass-to-energy conversion facility is considered
to operate at heat-match mode, as the main objective of the power
plant is to fully satisfy the thermal and cooling needs of the cus-
tomers. The electricity generated during the operation of the co-
generation (base-load) module of the power plant is always ab-
sorbed by the national grid, due to the favourable legislative frame-
work that gives priority to renewably generated electricity.
The main revenue sources of the power plant under consider-
ation are electricity sales to the national grid, heat and cooling sup-
plied to the customers via a district heating network, as well as
trading of the Emissions Reduction Units (ERU’s). The price of heat
is assumed to be a ﬁxed percentage of the cost of heat obtained by
using oil whereas the price of cooling is a ﬁxed percentage of the
cost of cooling obtained by electrical compression chillers.
A base-load co-generation module and a biomass boiler for
peak-load heat production comprise the energy exploitation mod-
ule. Heat produced from the abovementioned devices will be trans-
ferred by the main district heating pipeline to a position near the
ﬁnal consumers (terminal station). The same distribution network
is used for district heating and cooling. The plant is assumed to
operate in heat-match mode, to serve the heating and cooling
needs of the customers. The electricity produced will be sold di-
rectly to the grid, at prices determined by the Greek energy
authority.
The primary fuel used for both cases is a mix of three locally
available woody biomass types, namely olive tree prunings, al-
mond tree prunings and peach tree prunings. Using a combination
of biomass types instead of a single type may have considerable
logistical advantages and cost reduction [16,34]. All three biomass
types have similar fuel properties and heating value, can be han-
dled with the same equipment and are considered agricultural res-
idues with no important alternative use, therefore they can be
purchased in relatively low price. The price has been assumed to
be 30 €/twet for all biomass types, including loading cost to the
transportation vehicles. The main data used for the case study is
presented in Table 1.
6. Results and discussion
The calculations for the characteristics of each system design to
satisfy the end customer heat and cooling needs have been per-
formed based on an optimization model, which focuses on total
system yield maximization [16]. The optimum values for the most
interesting parameters are presented in Table 2. It should be noted
that in both cases, the nominal thermal power of the power plants
and the biomass boiler is practically equivalent, as they are de-
signed to satisfy the same heat and cooling load proﬁle. The
slightly increased CHP nominal thermal power in the Gasiﬁcation
case can be attributed to the increased heat losses due to higher
temperature of the heat transfer medium (120 C forward temper-
ature as opposed to 92 C for ORC). The main difference lays in the
nominal electrical power, due to the signiﬁcantly higher power-to-
heat ratio that gasiﬁcation can achieve, therefore having 139%
higher electrical power than ORC. The increased electricity gener-
ation capacity leads also to increased biomass requirement in the
case of gasiﬁcation, as it can be seen in Table 2. In total, gasiﬁcation
requires 34.3% more biomass than ORC.
The energy generated each month for the two technological sce-
narios is presented in Tables 3 and 4. The thermal energy gener-
Table 1
Main case study data.
ORC Gasiﬁcation
gel (%) 14 26
gth (%) 75 55
gtotal (%) 89 81
Power-to-heat ratio (%) 18.7 47.3
Size of reference plant (kWel) 1000 1000
Investment cost of reference plant (€/kWel) 2760 2500
Subsidy on investment (%) 40 40
COP absorption chiller 0.733 0.744
Operational & Maintenance cost (% of inv. Cost/yr) (%) 3.5 6
DH forward temperature (C) 92 120
DH return temperature (C) 65 65
Electricity purch. price (€/MW h) 68.42 68.42
Oil price (€/kg) 0.5 0.5
Price of tCO2 (€/tCO2) 15 15
Heat consumers 300 300
Average distribution network length per consumer (m) 20 20
Table 2
Main system characteristics.
ORC Gasiﬁcation
CHP nominal electrical power (kW) 390 931
CHP nominal thermal power (kW) 2090 2113
Boiler nominal thermal power (kW) 985 985
Olive tree prunings (t/yr) 1200 1652
Almond tree prunings (t/yr) 2113 2011
Peach tree prunings (t/yr) 2334 3922
Table 3
Energy generated by ORC.
Month ORC
Electricity
(MW h)
Thermal CHP
(MW h)
Thermal boiler
(MW h)
January 281.0 1505.1 47.3
February 255.0 1366.1 0.0
March 217.6 1165.8 0.0
April 134.0 717.8 0.0
May 154.6 828.0 0.0
June 274.9 1472.4 0.0
July 281.0 1505.1 511.9
August 281.0 1505.1 506.9
September 263.0 1408.9 0.0
October 136.8 733.1 0.0
November 178.8 958.1 0.0
December 281.0 1505.1 0.0
Total
(yearly)
2738.5 14670.7 1066.2
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ated by the power plant, as a sum of the CHP and the boiler mod-
ules, is almost equal in both scenarios. It should be noted that the
biomass boiler is utilized for three months per year to deliver peak-
load thermal power, the main peak taking place during the sum-
mer. Therefore, one can conclude that cooling load determines
the overall peak for the speciﬁc application.
As far as electricity generation is concerned, gasiﬁcation results
in yearly generation of 6979 MW h as compared to 2738.5 MW h of
ORC. This result is in accordance with the assumptions made for
ﬁxed power-to-heat ratio in partial loads and heat-match opera-
tion of the power plants. As a result, the signiﬁcantly lower
power-to-heat ratio of ORC results in limited electricity generation,
which amounts to only 39.2% of the respective ﬁgure for
gasiﬁcation.
One of the main purposes of this work is to examine the invest-
ment yield of these two scenarios. The main results of the invest-
ment analysis performed for the optimum parameter values of
each scenario are presented in Table 5.
The investment analysis results clearly show that the gasiﬁca-
tion option returns double the net present value compared to the
ORC in the power plant’s economical lifetime (assumed equal to
20 years). However, one should keep in mind that gasiﬁcation re-
quires a signiﬁcantly increased investment, and therefore more
capital should be raised to perform the project. This difference in
the initial capital requirement is accountable for the improved per-
formance of ORC in terms of the internal rate of return and the pay
back period values, which are investment analysis criteria that
mainly inﬂuence investors with short-term perspective. Even for
these criteria gasiﬁcation offers superior performance, although
the difference is not as striking as with the NPV criterion. It now
remains to indulge into the economics of the two scenarios to iden-
tify the reasons for the ﬁnancial yield superiority of gasiﬁcation.
The revenue breakdown for the two scenarios is shown in Fig. 5,
where all the amounts are present values for the ﬁnancial lifetime
of the investment. It is obvious that revenue related to heat and
cooling sales is exactly the same in both scenarios, as the energy
demand is ﬁxed. The considerably higher total revenue of gasiﬁca-
tion by 45% can be primarily attributed to the electricity genera-
tion. Income from electricity in the gasiﬁcation case amounts to
6.76 M€, as compared to 2.07 M€ of ORC. It can be said that ORC
bases its viability on heat income, whereas gasiﬁcation’s main in-
come source is electricity, which is a higher value product than
heat. Furthermore, the increased electricity generation of the gas-
iﬁcation plant has a side effect: it allows more emission allowances
to be generated, thus leading to increased potential income from
allowances trading by almost 71%.
Several cost factors remain unchanged for both scenarios, such
as investment and Operation and Maintenance (O&M) for cooling
Table 5
Investment analysis results.
ORC Gasiﬁcation
NPV (€  106) 1.61 3.25
IRR (%) 14.8 18.1
PBP (years) 9.9 7.8
Investment (€  106) 2.67 3.44
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Table 4
Energy generated by gasiﬁcation.
Month Gasiﬁcation
Electricity
(MW h)
Thermal CHP
(MW h)
Thermal boiler
(MW h)
January 719.2 1521.3 47.4
February 652.6 1380.4 0.0
March 556.9 1178.0 0.0
April 342.9 725.3 0.0
May 389.7 824.3 0.0
June 692.9 1465.8 0.0
July 719.2 1521.3 486.7
August 719.2 1521.3 481.7
September 663.0 1402.6 0.0
October 347.0 734.1 0.0
November 457.6 968.1 0.0
December 718.9 1520.8 0.0
Total
(yearly)
6979.0 14763.3 1015.8
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equipment and the electricity transfer line, as can be seen in Fig. 6.
The district heating network investment and Operation and Main-
tenance are slightly increased by 6.3% in the ORC case, due to lower
temperature of the heat transfer medium that results in require-
ment for larger pipeline diameter and increased electricity con-
sumption for pumping. Biomass logistics costs are higher by
about 19.3% for the gasiﬁcation case, as more electricity will be
generated and therefore more input energy is necessary. More spe-
ciﬁcally, biomass purchasing cost is increased by 34.3%, transporta-
tion cost by 40% and warehousing cost by 8.9%. It is apparent that
economies of scale take place in the warehousing stage, thus
restraining the overall cost increase.
A major increase can be observed for the power plant-related
cost in the gasiﬁcation case by about 112%. One would expect this
because of the higher nominal electrical capacity of the gasiﬁcation
plant, as well as the relatively increased Operation & Maintenance
requirements. Fig. 7 constitutes an attempt to analyze further the
power plant-related cost for the scenarios examined.
First of all, the investment and Operation and Maintenance cost
of the biomass peak-load boiler is the same in both cases. The dif-
ference lays in the CHP module, where gasiﬁcation requires 75% in-
creased capital for investment and 200% increased Operation &
Maintenance cost. Therefore it can be concluded that the larger
part of the power plant cost difference is due to the higher Opera-
tion & Maintenance cost of the gasiﬁcation technology. On the
other hand, economies of scale restrain the capital cost increase
to lower levels.
7. Conclusions
In this work, a comparison between the ORC and the gasiﬁca-
tion technology has been performed both in terms of their techno-
logical characteristics, as well as the ﬁnancial yield of two projects,
aiming at serving a speciﬁc heating and cooling demand.
ORC technology offers a solution of lower capital requirement
and signiﬁcantly lower Operational & Maintenance cost in compar-
ison to gasiﬁcation. Nonetheless, the notably higher power-to-heat
ratio of the gasiﬁcation technology allows increased revenue from
electricity generation and offsets by far the higher technology-re-
lated cost. Therefore, gasiﬁcation appears to be a better solution
for the potential investors who aim at serving speciﬁc heat and
cooling needs, offering signiﬁcantly improved ﬁnancial yield.
On the other hand, one should keep in mind factors that were
not included in this study, as they are difﬁcult to quantify. For
example, ORC is a well proven and used technology as opposed
to gasiﬁcation, that is mostly used in pilot/demonstration plants
up to now. Furthermore, ORC usually comes in pre-assembled
modules, thus signiﬁcantly reducing installation time and cost.
Additionally, the standardization of ORC modules reduces the risk
associated with performance and reliability.
Gasiﬁcation is a promising technology, but is subject to in-
creased risk, due to the lack of standardization. And risk is a factor
that may be critical for the decision of an investor, depending on
his risk attitude [35].
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